REVISIONS

DESCRIPTIONS

BY |DATE |APPROVED

NOTE:

1. CONCRETE BLOCK SHOULD BE APPROX. EQUAL IN ALL DIMENSIONS.

2. ALL BOLTED FLANGED ITEMS SHALL HAVE 30 MIL PLASTIC WRAP
AND TAPED COVERING BOLTS AND FITTINGS.
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6 SACK-3000 PSI
CONCRETE VOLUMES
PAPER |11-1 /4' 22-1 /2' 45°
SIZE BEND BEND BEND
12” 1 YD 3 YRDS | 6 YDS
10” 1 YD 2 YRDS | 4 YDS
8" 0.5 YD 1 YD 2 YDS
304.8mm| 0.8m° 2.3m° 4.6m°
254.0mm| 0.8m° 1.5m> 3.0m?
203.2mm| 0.4m° 0.8m* 1.5m>

CITY OF PASO ROBLES
ENGINEERING DIVISION

DRAWING NO.

VERTICAL THRUST BLOCK DETAIL
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